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NOTES:
1) All works and materials to conform to standards in latest edition of Sewers for Adoption or
KEY any relevant design guides by the overseeing Local Authorities
—_— 2) All covers and gratings to be class C in Highway, Class B where in access or can be class
A where away from access and any vehicle paths
Proposed Surface 3) Outfall to connect to existing sewer, however lack of clarity of existing sewer and ILs.
Water Drain Recommended IL of existing sewer to connect into is surveys prior to any construction
design, however as design has a pumping station there will not be any issue connecting in
O MH frqm tpp of p.umping.main, j:us_t clarify the level it will need.to be prior to constr.uction.as
this will gravity feed into existing sewer and need appropriate cover or protection suitable
for going in public highway (min of 1.2m without pipe protection). It's anticipate it should
Attenuation Tank be fine. . o o _
4) Advise detail design allows for possibility of power failure in a storm when pump might
stop working. One recommend is a large lockable 'torrent grating fitted to chamber
Catchment - Impermeable SMH-84 (at junction to highway) to make sure any flood flows exit here rather than
100% run off anywhere upstream of here. Design to then make sure exceedance flood flows at and
around junction with highway fall into highway

Catchment - Permeable
surfacing 70% run off
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Water Cycle Strategy

APPENDIX 3 — Thames Water Asset Map

Long Drive, Ruislip 20 KRS.0429.006.R.002.A



Asset Location Search Sewer Map - ALS/ALS Standard/2025 5223975

The position of the apparatus shown on this plan is given without obligation and warranty, and the accuracy cannot be guaranteed. Service pipes are not shown but their presence should be anticipated. No liability of
any kind whatsoever is accepted by Thames Water for any error or omission. The actual position of mains and services must be verified and established on site before any works are undertaken.

Based on the Ordnance Survey Map (2024) with the Sanction of the controller of H.M. Stationery Office, License no. AC0000849556 Crown Copyright Reserved.

Thames Water Utilities Ltd, Property Searches, Clearwater Court, Vastern Road, Reading RG1 8DB Page 6 of 10
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Layna.Winckworth
Polygon


NB. Levels quoted in metres Ordnance Newlyn Datum. The value -9999.00 indicates that no survey information is available

Manhole Reference

Manhole Cover Level

Manhole Invert Level

0704
1601
0705
0706
1608
1701
1609
171B
171A
1611
161A
161B
1702
2601
2703
2702
3608
3607
3702
1602
1603
1612
1607
1613
1606
1605
2615
2614
2612
261A
2613
2618
2602
2608
2611
2607
2603
2606
2609
2605
3601
1401
2506
2505
251K
251E
251L
251F
251J
251M
251D
251H
251N
2511
251B
251G
251C
2514
2502
2508
1511
151E
2513
151J
2512
151H
151D
151F
151B
2511
1604
2509
2501
2507
2604
2503
2504
3506
3501
3505
3504
3401
1306
131G
131F
131J
1311
1302
0306
1304
031B

41.28
40.06
40.74
40.07
39.88
40.44
39.12
n/a
n/a
39.15
n/a
n/a
39.09
38.46
37.99
37.85
37.48
37.49
37.81
40.05
39.02
39.14
38.78
38.26
37.76
37.75
37.58
37.57
37.54
37.1
37.56
36.92
38.23
38.23
37.39
37.83
37.33
37.32
37.75
37.09
37.51
37.43
37.3
37.29
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
36.97
36.96
37.06
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
37.34
38.97
37.1
36.81
37.17
37.06
37.17
36.65
36.98
36.93
36.77
36.64
36.35
36.21
9.8
9.9
9.9
9.93
36.8
37.46
37.39
n/a

40.12
39.45
38.56
39.04
38.44
32.94
37.83
n/a
n/a
36.98
n/a
n/a
37.51
36.28
35.92
35.79
36.25
35.88
36.16
38.7
38.5
36.17
37.29
32.7
36.49
36.47
35.29
35.24
35.72
32.91
35.75
35.66
35.07
35.74
32.63
35.55
34.5
35.3
36.17
35.09
35.3
35.2
35.25
33.69
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
35.18
35.16
34.91
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
36.07
37.62
35.64
32.55
34.63
34.36
33.71
34.16
35.03
34.26
32.48
33.69
34.41
33.81
6.46
6.9
7.5
7.58
33.22
35.75
36.62
n/a

Thames Water Utilities Ltd, Property Searches, Clearwater Court, Vastern Road, Reading RG1 8DB
T 0800 009 4540 E property.searches@thameswater.co.uk | thameswater.co.uk/propertysearches
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Manhole Reference

Manhole Cover Level

Manhole Invert Level

1305
131A
031A
1405
1402
1404
1403
1204
1303
131C
131B
2211
231C
221D
221G
221F
221H
221E
231B
231A
2202
2201
231E
231D
121A
221C
221B
221A
1201
3201
3203
3207
121B
021C
021B
121D
121C
0201
131D
131E
031E
0307
1301
0301
941B
941C
9401
051A
151G
161G
1611
161F
061F
061G
061C
061A
061B
0703
831B
8305
831A
8303
8302
8301
941D
9402
9403
941E
941A
861A
861B
971A
9306
921J
9211
9308
9304
9305
9301
9302
9205
0204
0205
031C
031D
0304
0303
0305
0302
031F
921E
921D
921C

37.14
n/a
n/a
36.64
37.16
37.78
37.21
35.65
36.16
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
35.66
35.64
n/a
n/a
n/a
n/a
n/a
n/a
35.62
35.08
35.07
n/a
n/a
n/a
n/a
n/a
n/a
37.41
n/a
n/a
n/a
37.62
37.27
37.64
n/a
n/a
38.26
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
41.24
n/a
n/a
n/a
39.65
39.22
39.22
38.59
38.59
38.59
n/a
n/a
n/a
n/a
n/a
37.66
n/a
n/a
37.51
37.56
37.52
37.38
37.39
37.47
37.44
37.33
n/a
n/a
37.36
37.19
37.41
37.38
n/a
n/a
n/a
n/a

35.49
n/a
n/a
35.8
33.49
35.63
35.46
34.04
33.11
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
33.5
32.98
n/a
n/a
n/a
n/a
n/a
n/a
34.05
32.81
33.24
n/a
n/a
n/a
n/a
n/a
n/a
35.7
n/a
n/a
n/a
36.27
33.37
36.2
n/a
n/a
37.13
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
37.49
n/a
n/a
n/a
37.4
37.07
37.55
37.51
37.2
37.18
n/a
n/a
n/a
n/a
n/a
36.47
n/a
n/a
36.33
35.83
36.18
36.02
35.69

35.55
35.38
n/a
n/a
35.07
35.18
35.33
35.67
n/a
n/a
n/a
n/a

Thames Water Utilities Ltd, Property Searches, Clearwater Court, Vastern Road,

Reading RG1 8DB

T 0800 009 4540 E property.searches@thameswater.co.uk | thameswater.co.uk/propertysearches
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Manhole Reference

Manhole Cover Level

Manhole Invert Level

8207
8206
921A
921B
921H
931D
931B
931C
931A
8306
831C
821A
821E
821D
9203
9204
121F
121G

38.27
38.44
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
37.4
37.36
n/a
n/a

36.14
36.51
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
n/a
35.66
35.63
n/a
n/a

The position of the apparatus shown on this plan is given without obligation and warranty, and the accuracy cannot be guaranteed. Service pipes are not
shown but their presence should be anticipated. No liability of any kind whatsoever is accepted by Thames Water for any error or omission. The actual position
of mains and services must be verified and established on site before any works are undertaken.
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Asset Location Search - Sewer Key

Public Sewer Types (Operated and maintained by Thames Water) Sewer Fittings Other Symbols

A& featurg i a sewer thal does not aflect the Biow inthe pipe, Examgplo: Symbols used on maps which do not fall under othar genaral categonies.
—-- Foul Sewer: A sewor designied 1o comey waste vator from demostc and o venit is a Stting o the funclion of a vent B 1o refease oxcess gas.
ndustrial Bources 10 & Ireabment works.

Change of Characteristic Pubibe | Privata Purniging
. Alr Wakes E Wlastar '*' Indicalon .‘..'f‘ Siation
Surface Water Sower: A sower designed 1o conmvesy surface walter (eg.
rain wator from rocfs, yords and cor parks) to rivors or walstcourses
I] Dam Chase = Vet = Invert Ll {:] Sl
. Combined Sewer: A sawar designed 10 commy both wasie water and
surfoco water from domestic and industrial sowrces 1o & treabmont works.
W e Areas
+ + Sl S
Eorm S o Lines denoting areas of Underpround Suneys. etc.
Operational Controls
= o = Foul Trunk Sewer : Suriace Trunk Sewsr
A Seatune in & sewer thal changes of diverts the fow in the sewer.
L Exampla:c A hydrobeake lmits the flow passng dosmstream,
+ Combined Trunk Sower e == Foul Rming Mai
e U Ancmany £ Drop Pips
Surfacs Water Rising Main el
o ising Combinsd Rising Man ™ e e ae
-
+ Watuum -—["— Thaemees Waler Proposed
End ltems Ducts or Crossings
—M . VentPipe —t—t— Gallery End symbels appear 31 Bhe starl or end of & sewer pipe. Eximples: an 7" Dista nay contain high voRtage cables.
UndleSird Ensd al 1 $inrl of o Sowor indicates [hat Thames Water has no A Casarnam Plesse check with Thames Wabar.
knowledge of the position of the sewer upsiream of that symibal, Oufal
e o B Surface walsr s@ser ndicates that the discharges ko & stream
Other Sewer Types (Mot operated and maintained by Thames Water) ' Lo Lo ” Cancit Bridge
—— e —W—  Culvoried Watercourse T iniet i Cuifal w a2
-
} d - Undefined End r
_L Proposod A Dacomn Seower o // -
o
S Caortent of this drainage Y Cwnarshp of this drainage
network 8 cumently unknown netwink & ourrently unknown
Mates:
1} All lrveds associated with the plans are 16 Ordriance Datuem Mewtyr. &) ‘'na’ or '0° on & manhole indicates that dots B unovaiabls.
Fj All eaiureenls on the plan ane et &) The bixadl axppeiaring alongside a sower ne indicates b imvemal dameles of the ppe in millimebens,
3) Arrceees (on grinaty bed sewers) ar fecks (on rising mains) indicale the direction ol fow Texl next 10 @ manbole indcabes the manhole relemence number and should Not be 1aken B85 3 MGESUTETONL
4} Most privato pipes are not shown on our plans, as in the past, this information has not beon ecorded, if you arg unsure about amy toxt or symbology, ploase contact Proporty Searches on 0800 00% 4540
Thames Water Utilities Ltd, Property Searches, Clearwater Court, Vastern Road, Reading RG1 8DB Page 10 of 10
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