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ISOLINES: LUX LEVELS

10 = 10lx
15 = 15lx
20 = 20lx
25 = 25lx
30 = 30lx
40 = 40lx
50 = 50lx

1. SEE EXTERNAL SERVICES DRAWING FOR WIRING AND INSTALLATION
DETAILS

2. ALL LIGHT FITTINGS WITH A 0% ULOR DARK SKIES - ZERO LIGHT SPILL
RATING.

3. GLARE CONTROL AND UPWARD LIGHT POLLUTION COMPLIANT (0% ULOR
RATING).

4. FITTINGS COLOR TEMPERATURE OF 3000K OR LOWER TO LESSEN IMPACT
ON FLYING INSECT FEEDERS SUCH AS BATS.

5. LIGHTING TO BE CONTROLLED USING ASTRO TIME CLOCK.
6. LIGHTING TO BE SWITCHED OFF AT NIGHT WHEN FACILITY IS CLOSED.
7. FITTINGS TO BE PLACED TO MINIMISE LIGHT SPILL AND HAVE GOOD GLARE

CUT OFF.
8. ONLY WALKWAYS AND WAYFINDING FEATURES TO BE ILLUMINATED FOR

PEDESTRIAN ACCESS TO MUSTER POINTS IN EVENT OF EMERGENCY.
9. ALL PHOTOMETRIC DATA AND SOFTWARE MODELING TO BE TO: EN

13032-4:2015+A1:2019.
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GENERAL NOTES:
1. DO NOT SCALE FROM THIS DRAWING.

2. ALL DIMENSIONS IN MILLIMETRES UNLESS OTHERWISE STATED.

3. THE CONTRACTOR MUST VERIFY ALL DIMENSIONS TOLERANCES AND
REFERENCES BEFORE PROCEEDING WITH WORKS.

4. ANY DISCREPANCY FOUND BETWEEN THIS DRAWING AND ANY OTHER
DOCUMENTS MUST BE REPORTED IMMEDIATELY TO THE CONTRACT
ADMINISTRATOR.

5. REMOVE THIS DRAWING FROM CURRENCY WHEN REVISED DRAWING IS ISSUED.

6. COPYRIGHT OF DESIGNS SHOWN ON THIS DRAWING REMAINS WITH SMP LTD.

7. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH ALL MECHANICAL,
ELECTRICAL & PUBLIC HEALTH DRAWINGS, SPECIFICATIONS & SCHEDULES.

8. THE CONTRACTOR SHALL COORDINATE THE LOCATION/POSITION OF ALL PLANT
ITEMS AND ASSOCIATED SERVICES WITH THE ARCHITECT/INTERIOR DESIGNER,
STRUCTURAL ENGINEER AND OTHER SPECIALIST TRADES AND ASSOCIATED
DRAWINGS.

9. ALL SERVICES SHALL BE INSTALLED NEAT, LEVEL AND PARALLEL TO ADJACENT
SURFACE, IN ACCORDANCE WITH GOOD ENGINEERING PRACTICE & SHALL TAKE
DUE ACCOUNT OF THE STRUCTURE.

10. ALL PLANT LOCATIONS AND SERVICES ROUTES ARE INDICATIVE AND SHALL NOT
BE RELIED UPON FOR SETTING OUT. ALL PLANT LOCATIONS, SERVICE ROUTE
SETTING OUT, LEVELS AND DIMENSIONS SHALL BE VERIFIED ON SITE PRIOR TO
ORDERING AND MANUFACTURE/FABRICATIONS OF ALL PLANT SERVICES.

11. ALL PLANT AND ASSOCIATED EQUIPMENT SHALL BE INSTALLED IN ACCORDANCE
WITH MANUFACTURERS' RECOMMENDATIONS.

12. ADEQUATE ACCESS AND/OR ACCESS PANELS SHALL BE PROVIDED BY THE
CONTRACTOR FOR TESTING, SERVICING AND MAINTENANCE OF ALL BUILDING
SERVICES IN ACCORDANCE WITH BRITISH STANDARDS, BEST PRACTICE
DOCUMENTS AND WITH MANUFACTURERS' RECOMMENDATIONS.

13. THE CONTRACTOR SHALL BE RESPONSIBLE OR DETAILING AND ADEQUATELY
SUPPORTING/FIXING FOR ALL PLANT AND ASSOCIATED SERVICES.

BORADWATER WATER SPORTS & 
ACTIVITY CENTRE

EXTERNAL LIGHTING 29 SPACE 
CAR PARK ILLUMINATION AND LUX 
LEVELS
SHEET 4 OF 4 

24-070 1:200@A1 CP

24070-SMP-CZ-00-DR-E-2004 P2

PRELIMINARY

P1 19.08.25 PRELIMINARY ISSUE CS
P2 28.11.25 PRELIMINARY ISSUE CS

THE CONTRACTOR SHALL NOTE THESE DRAWINGS ARE DESIGN DRAWINGS.
THE CONTRACTOR IS TO DEVELOP THE DESIGN INTO WORKING DRAWINGS IN
COORDINATION WITH ALL ARCHITECTS, STRUCTURAL & SERVICES
DRAWINGS AND SPECIFICATIONS.
THE CONTRACTORS WORKING DRAWINGS SHALL BE USED AS THE BASE
DRAWINGS FOR THE INSTALLATION. THESE DRAWINGS SHALL BE SUBMITTED
TO THE ENGINEER & ARCHITECT FOR THEIR COMMENTS/APPROVAL PRIOR
TO INSTALLATION.

FAILURE TO ADHERE TO THE ABOVE MAY RESULT IN THE CONTRACTOR
HAVING TO REMOVE AND REINSTALL THE EQUIPMENT AT THEIR OWN COST.
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LIGMAN MASK 4 IN-GROUND
LUMINAIRE 223lm

DW WINDSOR PHAROLA
DS 2.7K 696lm
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