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-STUB STACK.

-SOIL AND VENT PIPE.
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NOTES

1. THIS DRAWING TO BE READ IN CONJUNCTION WITH

ALL OTHER RELEVANT ENGINEER'S AND

ARCHITECT'S DRAWINGS AND SPECIFICATIONS.

PRELIMINARY ISSUE

SAFETY HEALTH AND ENVIRONMENTAL INFORMATION

IN ADDITION TO THE HAZARD/RISKS NORMALLY ASSOCIATED

WITH THE TYPES OF WORK DETAILED ON THIS DRAWING,

NOTE THE FOLLOWING RISKS AND INFORMATION.

RISKS LISTED HERE ARE NOT EXHAUSTIVE. REFER TO DESIGN

ASSESSMENT FORM NO.

CONSTRUCTION

DEMOLITION

FOR INFORMATION RELATING TO USE, CLEANING AND

MAINTENANCE SEE THE HEALTH AND SAFETY FILE

IT IS ASSUMED THAT ALL WORKS WILL BE CARRIED OUT BY A

COMPETENT CONTRACTOR WORKING, WHERE APPROPRIATE,

TO AN APPROVED METHOD STATEMENT.

AMENDED INLINE WITH THE DRAINAGE SURVEY06/21P2 MDH PE X
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DRAINAGE NOTES:

1. NET ZERO INCREASE IN IMPERMEABLE AREA

2. ALL PROPOSED IMPERMEABLE AREAS TO

DRAIN TO EXISTING MANHOLE AS PER THE

EXISTING DRAINAGE REGIME

3. SUMPS TO BE LOCATED ON CHANNEL DRAINS

AND GULLIES TO REMOVE SEDIMENT.

4. RAINWATER BUTT TO BE USED TO CAPTURE

EXCESS RAIN WATER TO ENABLE USE

AROUND THE WIDER SITE, FOR WATERING

PLANTS ETC

5. DRAINAGE TO REMAIN PRIVATE

IMPERMEABLE AREAS

IMPERMEABLE AREAS PLAN ADDED. DRAINAGE NOTES ADDED10/21P4 ML MDH X
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