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3000x1000mm Kitchen Canapy to extend over all cooking
equipment.

All canopy and ductwork specification to comply with DW172

1 2

List of Equipment:-

1 - Hobbart Gas Charbroler
2 - Tube Gas Fryer
3 - Convotherm Oven
4- Deep Fryer

The above equipment is to be confirmed by the Client.

Calculations based on equipment :-

Theoretical Extract Volume Required = 1.469 m3/s
Canopy Factor - overhead wall open both ends x 1.25

Specific extract flowrate required = 1.836 m3/s
Based on 1.836m/s the extract ductwork shall be 600mmØ (6.5m/s)

Sketch Number: 989-SK01 (Rev C)
Date: 25th October 2017
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ACOUSTIC REPORT

SUITABLE ACCESS TO O.N.100
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