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DO NOT SCALE FROM THIS DRAWING.  CONTRACTOR MUST CONFIRM SITE

DIMENSIONS BEFORE COMMENCEMENT OF WORK.

THIS DRAWING OR DESIGN IS THE COPYRIGHT AND MAY NOT BE

REPRODUCED WITHOUT WRITTEN CONSENT OF THE DESIGNER.

CONTRACTOR RESPONSIBLE FOR CORRECT SETTING OUT ON SITE. ANY

DISCREPANCIES TO BE NOTED TO THE DESIGNER IMMEDIATELY.

revisionrevision datedate

31 shakespeare avenue
hayes
ub4 0bb

flat 31a

flat 31

escape window 700x500 opening on 90
degree hinges to bedroom

ground floor plan-flat 31

'b' denotes wall mounted combi-boiler
condensing type with flue & guard sedbuk
value 95%, provide commissioning certificate
from gas safe registered installer and
discharge in accordance with instructions
from a corgi registered plumber, sleeve
through the roof to be non-combustible type

wall type 1:
sound insulated compartment wall, 70mm
metal 'c' studs at 600c/c filled with 70mm
rockwool flexi in cavity, 2no.12.5
acoustics plasterboards 26kg/m3 and skim
wall type 2:
division wall 50x100 stud wall, at 400c/c
on double joists, 12.5 plasterboard and
skim, fill voids with 100 mineral wool,
density 15kg/m3

O denotes self contained smoke detectors
permanently wired to a separately fused
circuit at the distribution
board with battery back up

O denotes heat detectors in kitchensw
a
ll

 t
yp

e 
2

w
a
ll

 t
yp

e 
1

each flat to be sound tested by an
independent specialist prior to completion
of the work, report on he results to be
submitted to local authority building control

remove non-load bearing partition - builder
to check and confirm prior to removal

wheel chair
turning circle

gross internal floor area = 78.0m2 (excludes stairs)
-2bderooms 4 person flat
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shower/
wc

existing rain
water pipe

mass concrete ramp-up 1:12 with level
access platform and 100mm concrete
upstand edge

'b'

porch

existing ground floor ceilings to be confirmed
to be 12.5mm plaster board and skim

flat entrance doors to be 800mm wide
minimum and fd30s - to be fully closing
with smoke seals
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wall type 1

bedroom
(11.4m2)

a
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store
(3.1m2)

existing rain
water pipe
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escape window 700x500 opening on 90
degree hinges to bedroom

new entrance door and window
to first floor flat
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