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DO NOT SCALE FROM THIS DRAWING.  CONTRACTOR MUST CONFIRM SITE

DIMENSIONS BEFORE COMMENCEMENT OF WORK.

THIS DRAWING OR DESIGN IS THE COPYRIGHT AND MAY NOT BE

REPRODUCED WITHOUT WRITTEN CONSENT OF THE DESIGNER.

CONTRACTOR RESPONSIBLE FOR CORRECT SETTING OUT ON SITE. ANY

DISCREPANCIES TO BE NOTED TO THE DESIGNER IMMEDIATELY.

revisionrevision datedate

new one half hour stud partition on double joists
50x100 studs at 400c/c, infill voids with 100
mineral wool density 15kg/m3
12.5mm plaster board and skim

one half hour fire resisting door fd30
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hayes
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feb 2020

provide at each landing self contained
smoke detectors permanently wired to
a separately fused circuit at the
distribution board with battery back up,
smoke alarms to be linked and denoted
thus:- O
smoke alarms to comply with
bs 5446;part 1
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